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1 WALKWAY CANOPY,  DEDUCT 2A

DRIVE CANOPY,  DEDUCT 2A

BOLLARDS

VESTIBULE ROOF W/ PREFINISHED FASCIA

7-1/2” DEEP ULTRA THERMAL ALUMINUM CURTAINWALL
SYSTEM W/ LAMINATED, INSULATED GLAZING.  SEE 08 80 00
GLAZING SCHEDULE FOR GLAZING TYPE.

6" DEEP ULTRA THERMAL ALUMINUM CURTAINWALL SYSTEM ON

12” H SILL W/ LAMINATED, INSULATED GLAZING.
SEE 08 80 00 GLAZING SCHEDULE FOR GLAZING TYPE.

REVEAL JOINT IN EIFS, TYP

DECORATIVE CMU VENEER OVER COLD-FORMED MTL
FRAMING W/ HORIZONTAL BANDING & SILLS AS SHOWN ON
WALL SECTIONS

EIFS ON COLD-FORMED MTL FRAMING OR CMU PER PLAN

PRE-FINISHED COPING

ALUM COLUMN COVER W REVEALS

AIR-HANDLING UNIT

MODIFIED CANOPY AT BLDG 26 ENTRY RE: A-327

MTL SOFFIT PANELS AT EXIST SPACE FRAME

PREFINISHED GUTTER

PREFINISHED DOWNSPOUT

LINE OF SINGLE-STORY PORTION OF ADDITION

EXPANSION JOINT ALONG PERIMETER OF NEW TO EXISTING

LADDER TO 3RD FLOOR ROOF

CMU CONTROL JOINT

HSS BEAM WITH END CLOSURE PIECE.  PAINT TO MATCH
FASCIA.

RECESSED PANEL IN COLUMN COVER FOR SIGNAGE AND
ACCESS CONTROLS

ROOF MEMBRANE FLASHING EXTENDS UP BACKSIDE OF
PARAPET WALLS

MEMBRANE FLASHING IN BONDING ADHESIVE OVER ROOF

MEMBRANE FLASHING EXTENDED UP OVER SUBSTRATE BOARD
& INSULATION

LADDER TO LOBBY ROOF
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REFERENCED FROM /  1/8" = 1'-0"1 A-103 1
WEST ELEVATION

REFERENCED FROM /  1/8" = 1'-0"1 A-103 2
NORTHWEST ELEVATION

REFERENCED FROM /  1/8" = 1'-0"1 A-103 3
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 1/8" = 1'-0" 3
NORTH ELEVATION, DEDUCT 7

 1/8" = 1'-0" 2
WEST ELEVATION, DEDUCT 7

 1/8" = 1'-0" 4
NORTHWEST ELEVATION, DEDUCT 5
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7-1/2” DEEP ULTRA THERMAL ALUMINUM CURTAINWALL
SYSTEM W/ LAMINATED, INSULATED GLAZING.  SEE 08 80 00
GLAZING SCHEDULE FOR GLAZING TYPE.

6" DEEP ULTRA THERMAL ALUMINUM CURTAINWALL SYSTEM ON

12” H SILL W/ LAMINATED, INSULATED GLAZING.
SEE 08 80 00 GLAZING SCHEDULE FOR GLAZING TYPE.

REVEAL JOINT IN EIFS, TYP

DECORATIVE CMU VENEER OVER COLD-FORMED MTL
FRAMING W/ HORIZONTAL BANDING & SILLS AS SHOWN ON
WALL SECTIONS

EIFS ON COLD-FORMED MTL FRAMING OR CMU PER PLAN

PRE-FINISHED COPING

ALUM COLUMN COVER W REVEALS

AIR-HANDLING UNIT

MODIFIED CANOPY AT BLDG 26 ENTRY RE: A-327

MTL SOFFIT PANELS AT EXIST SPACE FRAME

PREFINISHED GUTTER

PREFINISHED DOWNSPOUT

LINE OF SINGLE-STORY PORTION OF ADDITION

EXPANSION JOINT ALONG PERIMETER OF NEW TO EXISTING

LADDER TO 3RD FLOOR ROOF

CMU CONTROL JOINT

HSS BEAM WITH END CLOSURE PIECE.  PAINT TO MATCH
FASCIA.

RECESSED PANEL IN COLUMN COVER FOR SIGNAGE AND
ACCESS CONTROLS

ROOF MEMBRANE FLASHING EXTENDS UP BACKSIDE OF
PARAPET WALLS

MEMBRANE FLASHING IN BONDING ADHESIVE OVER ROOF

MEMBRANE FLASHING EXTENDED UP OVER SUBSTRATE BOARD
& INSULATION
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REFERENCED FROM /  1/8" = 1'-0"1 A-105 2
EAST ELEVATION

REFERENCED FROM /  1/8" = 1'-0"1 A-105 1
SOUTH ELEVATION

No. Description Date



1.11 1.12 1.13 1.14 1.151.11b 1.12b 1.13e
1

A-321

2

A-324

J L RNG QK M PE S

SS4

TIL5

PNT1

WALL-MOUNTED SIGNAGE, RE: I-105

3 DIMENSIONAL SCULPTURE
SUSPENDED FROM CEILING,
RE: A-115 FOR LOCATION IN PLAN.

COLUMN COVER, TYP.

LINEAR SLOT DIFFUSERS, RE: MECH.

3' - 0" 3' - 0" 3' - 0" 3' - 0"

RELOCATED & MODIFIED
EXISTING GLASS BRANCH
PLAQUES, RE: 8/A-532.

NOT AFFECTED BY DEDUCT 1B

WC1

C.J., TYP.

C.J., TYP.

C.J., TYP.

2ND FLR

TER1

954' - 10"

958' - 0"

B.O. SOFFIT

954' - 4"

PNT1

WALL MOUNTED SIGNAGE

966' - 6"

FIN CLNG

WALL MOUNTED
SIGNAGE, RE: I-105

PLAM4

CEILING MOUNTED SIGNAGE

EQEQ

TIL5

WOOD WALLCOVERING CUT TO FIT DRY WALL
PANELS AS SHOWN BETWEEN DRY WALL
REVEALS. RE: 4/A-212 FOR COMPLETE LAYOUT.

TERMINATE WALL TILE @ CHANGE IN
CEILING, PROVIDE METAL EDGE TRIM.

16

A-531

WALL-MOUNTED FIRE STROBE/SPEAKER,
RE:  FA-103

B
.O

. 
TE

LE
V

IS
IO

N

6
' -

 8
" 

 M
IN

.

M0507

OWNER PROVIDED 60" TELEVISION ON WALL MOUNT BRACKET, RE: I-113

3

A-328

2

A-328

AT DEDUCT 4, OMIT 2ND FLOOR

OVERLOOK AND LOBBY & GLAZED

DECORATIVE METAL RAILING.  EXTEND

HIGH SOUTH WALL EAST TO WALL OVER

RESTROOM ENTRANCE, RE: 2/A-113.

OWNER PROVIDED 42" TELEVISION ON
WALL MOUNT BRACKET

1.F1.E.21.D.2

3

A-321

10

A-532

4

A-324

13 10 7 6 2412 9

DIGITAL NUMBER SIGN MOUNTED ON
COLUMN COVER , RE: ELEC.

2

A-323 TIL5

15

A-531

WOOD WALLCOVERING CUT TO FIT
DRY WALL PANELS AS SHOWN
BETWEEN DRY WALL REVEALS. RE:

11/A-213 FOR COMPLETE LAYOUT.

WALL MOUNTED  SIGNAGE, RE: I-105

PNT-1WC-1 WC-1

8

A-531

8

A-531

Sim

DEMOUNTABLE PARTITIONS, RE: 15/A-212

958' - 0"

2ND FLR

8

A-531

Sim

TER1

5

RB1

COLUMN COVER W/REVEALS, TYP.

CEILING HUNG SIGNAGE, RE: I-105

PLAM3 SS4PLAM3

 SIGNAGE, RE: SIGNAGE DRAWING
I-105 FOR TYPE, TYP.

TERMINATE WALL TILE @
CHANGE IN CEILING HEIGHT,
PROVIDE METAL EDGE TRIM.

PAY PHONE

HOUSE PHONE

M0508

M0508

OWNER PROVIDED 42" TELEVISION
ON CEILING MOUNT BRACKET

OWNER PROVIDED 42" TELEVISION ON
CEILING MOUNT BRACKET

M1000

PLAM3

111

1.11D E

SS4

TIL5

COLUMN COVER W/REVEALS, TYP.

PNT1

958' - 0"

2ND FLR

FIN. CLNG

PLAM3

CEILING MOUNTED SIGNAGE

WALL MOUNTED SIGNAGE

966' - 6"

R Q PS

SS3 TER1 RB1

WALL-MOUNTED SIGNAGE

WALL-MOUNTED HEATER, RE: MEP

AA

SEU-3 ABOVE
11'-9", TYP.

OWNER PROVIDED 42" TELEVISION ON WALL MOUNT BRACKET

M0507

26.7

2

A-325

DH G

SS1

COLUMN COVER

WALL PROTECTION, RE:
ENLARGED PLANS FOR TYPE

20' - 6"

19' - 6"

PNT5

CJ

M
1-

34
0

SIGNAGE, RE:
SIGNAGE DRAWINGS

FIRE COUNTER SHUTTER
HOUSING & WALL RAILS

CJ

8' - 8"

3' - 5" 3' - 0" 3' - 5"

SUPPORT
BRACKET IN

WALL, TYP

DEAL TRAY, TYP

C CD

CEILING HUNG
SIGNAGE, RE: I-105

DEDUCT 6:  DO NOT RELOCATE POLICE

GFM

COLUMN COVER W/ REVEALS, TYP.

4

A-533

DEDUCT 5:  OMIT VESTIBULE

CURTAIN WALL.  SOFFITS &

COLUMN COVERS REMAIN.

OWNER PROVIDED 42" TELEVISION
ON WALL MOUNT BRACKET
ATTACHED TO CURTAIN WALL

MULLIONS

ALUM RACEWAY MOUNTED ON
MULLION.  PAINT TO MATCH
MULLION.

RB1

PNT1

1

A-322

2

A-322

GFM1

COLUMN COVERS
W/REVEALS, TYP.

PNT8

WALL-MOUNTED HEATER,
RE: MECH

RB1

WALL-MOUNTED HEATER, PROVIDE
VERT. & HORIZ. CLOSURE PIECES BTWN
UNITS & FROM UNITS TO WALLS FOR

CONTINUOUS LOOK, RE: MECH.

SEU-3 ABOVE
11'-9", TYP.

PRE-FIN BREAK MTL

DEDUCT 5:  ELEV SIM EXCEPT NO INTERIOR VESTIBULE GLAZING.  OMIT M1-300.4

DEDUCT 7:  ELEV SIM EXCEPT 1-STORY LOBBY, STOREFRONT IN LIEU OF CURTAIN WALL, RE: G-004.

GENERAL INTERIOR ELEVATION NOTES

1.  MATERIAL DESIGNATIONS ARE LOCATED IN
THE "FINISH LEGEND" ON A-602.

2.  WALL PROTECTION SYSTEMS ARE DESIGNATED
ON A-602 & SHOWN ON ENLARGED PLANS A-121
THRU A-126.

3.  SIGNAGE IS DESIGNATED ON SIGNAGE PLAN

I-105 & I-106

4.  FINISHES TRANSITIONS NOT SHOWN IN

ELEVATION ARE DESIGNATED ON THE FINISH
PLAN, A-703

5.  ALL TILE IS TO HAVE METAL EDGE TRIM AT
EXPOSED EDGES & CORNERS, RE: 09 06 00

INTERIOR ELEVATION LEGEND

XX0 FINISH TAG

EQUIPMENT TAGX0000

GENERAL DEDUCT NOTES

1. INTERIOR ELEVATION SHEETS SHOW BASE BID
CONDITIONS.  ELEVATIONS ARE NOTED FOR
DEDUCTS.  COORDINATE WITH DESCRIPTIONS

ON G-004 & DEDUCTS NOTED THROUGHOUT
THE DRAWING SET FOR ADDITIONAL DEDUCT
WORK AFFECTING INTERIOR ELEVATIONS.

2. WHERE WALLS ARE AFFECTED BY DEDUCT 5,
HEIGHT, LOCATION, LENGTH, & FINISHES ON

REVISED WALLS ARE AS SHOWN ON THESE
ELEVATIONS UNLESS NOTED OTHERWISE.
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1

REFERENCED FROM /  1/4" = 1'-0"1 A-122 1
M1-305 LOBBY SOUTH

REFERENCED FROM /  1/4" = 1'-0"1 A-123 2
M1-305 LOBBY EAST

REFERENCED FROM /  1/4" = 1'-0"1 A-123 5
M1-360 INFORMATION DESK SOUTH

REFERENCED FROM /  1/4" = 1'-0"1 A-122 7
M1-305 LOBBY NORTHWEST

REFERENCED FROM /  1/4" = 1'-0"1 A-121 6
M1-305 LOBBY NORTH

REFERENCED FROM /  1/4" = 1'-0"1 A-121 4
M1-300 VESTIBULE SIDE WALL, TYP.

REFERENCED FROM /  1/4" = 1'-0"1 A-121 3
M1-300 VESTIBULE

DEDUCT 1D:

PAINT GYP BD IN LIEU OF WOOD WALLCOVERING

DEDUCT 1A:

OMIT INSTALLATION OF SCULPTURE

DEDUCT 1B:

OMIT INTERIOR SIGNAGE, TYP.

DEDUCT 3:

CONTINUE TILE ACROSS FUTURE ELEVATOR ENTRIES, TYP.

DEDUCT 1D:

PAINT GYP BD IN LIEU OF

WOOD WALLCOVERING

No. Description Date



TYP.

2' - 0"

 F.V. @ 315 & 309
2' - 6" TYP.

2" F.P., TYP.

309 & 315 F.V., NO PASS-THRU
2' - 6" TYP.

2"

1
' -

 8
"

2
' -

 1
0

"

1

A-532

PLAM 2

SS2

L M

PASS THRU WALL CABINET W/HINGED
GLASS DOORS ON EXAM SIDE

PLAM 2

LOCKABLE SINK CABINET, TYP

2
' -

 6
"

1.121.131.141.15 1.12b

1

A-532

JLNQ KMP

WALL PROTECTION, RE: ENLARGED PLAN
PASS THRU WALL CABINETS W/SLIDING SEMI-
TRANSPARENT SLIDING GLASS DOORS ON SOUTH SIDE

M1-311.2 M1-309.2M1-313.2M1-315.2
M1-317.2M1-319.2C1-32

C1-33.2

WP2

GFM2 GFM2 GFM2

2
' -

 1
0

"
1

' -
 8

"
2

' -
 6

"

2' - 6" 2' - 6" 2' - 6"

2" F.P.2' - 6"2' - 6"2' - 6"1' - 6"

3

A-532

PLAM2

PLAM1

PLAM2

RS

1.E.1

2
' -

 1
0

"

1" 2' - 6"

1
' -

 8
"

2' - 0"

2
' -

 6
"

1" F.P.

PLAM2

SS2

PLAM2

2' - 6"

SINK CABINET TO RECEIVE KEYED LOCK

A5082

3

A-532

1.F1.G 1.E.2 1.D.2 62 4

OWNER PROVIDED PATIENT CHECK-IN
KIOSKS, RE: ELEC. FOR POWER/DATARELOCATED EXISTING MISSION

STATEMENT SIGNAGE,
NOT AFFECTED BY DEDUCT 1B

TIL5

PNT1

PENDANT LIGHTING FIXTURES, RE: ELEC.

5

C1-31

8' - 4"

9' - 3"

PLAM3

SS4
TER1

TER1

WALL MOUNTED
SIGNAGE

WALL-MOUNTED SIGNAGE

1

1.C1.B

5' - 10"

2
' -

 1
0

"

3' - 0" 3' - 0" 3' - 0" 3' - 0" 3' - 0"

PLAM3

PLAM1

12

1
' -

 8
"

2
' -

 6
"

COPIER/PRINTER BY OWNER,
G.C. TO COORD. &
PROVIDE POWER/DATA

2' - 6" 2' - 6" 2' - 6"

PLAM3

3

A-532

2" F.P.

11

10

A-532

12

ARP1

ARP2

ARP3

SS4

PLAM3

ARP1

ARP2

ARP3

COLUMN COVER

10

A-532

2' - 0" 4' - 0" 1' - 6" 1' - 6" 2' - 6" 2' - 6" 1' - 6" 1' - 6" 4' - 0" 2' - 0"

1/2" TYP.

EQ EQ

5' - 6" 5' - 6"

11

1.13e M

 COORD. LOCATION OF 60" TELEVISION &
INTERACTIVE WHITE BOARD W/OWNER TO

PROVIDE BLOCKING IN WALL AS REQUIRED.

F3060
M0507

1.F 1.G

 COLUMN COVERS
W/REVEALS OVER EXISTING

TERRAZZO COLUMNS

6
' -

 0
"

4' - 0"

EXIST.
ELEV.

LOBBY

1

RELOCATED BRONZE PLAQUE,
PROVIDE BLOCKING IN WALL AS REQ'D

DEDUCT 8, RELOCATE TO LOBBY SIDE OF EMS M1-371

SWP1

RB1

GFM1

SIGNAGE, RE: SIGNAGE DRAWINGS

ARP1

S.S. WALL GUARD

SS4

6

A-532

4

A-532

M1-340

8' - 8"

COUNTER FIRE SHUTTER
HOUSING & RAILS

B.O. SOFFIT

C WALL MOUNTED
SIGNAGE

TER1

WALL PROETCTION

DEDUCT 6:  DO NOT RELOCATE

POLICE, OMIT WORK

1.121.11b

WC1

3
/4

"
EQ

3
/4

"
EQ

RB1

DIMENSIONAL LETTER SIGNAGE,
RE: SIGNAGE DRAWING

DRYWALL REVEAL

8

A-531

Sim

DEDUCT 1D:  PAINT GYP BD IN LIEU OF WOOD WALLCOVERING

1 2 3 4 5 6

8
' -

 1
0

"

1
' -

 8
"

3' - 0" 3' - 0" 3' - 0" 3' - 0" 3' - 0" 3' - 0"

GLASS PANEL WITH TERMINAL NUMBER
INTEGRATED INTO CUSTOM GRAPHIC FILM, TYP.,
PROVIDED BY PARTITION MANUF.

GLASS PANEL WITH CUSTOM GRAPHIC FILM, TYP.

FIELD VERIFY

+/- 44' - 8 3/4"

12

SIGNAGE, RE: SIGNAGE DRAWINGS

WOOD SLIDING DOOR

SOLID PAINTED WALL TILE

3' - 4"

11

FURNITURE BY OWNER

2
' -

 6
"

PAINTED SOLID WALL PANEL

2
' -

 0
"

MAGNETIC GLASS

2
' -

 0
"

2
' -

 6
"

SOLID PAINTED WALL TILE, TYP.
UNLESS NOTED OTHERWISE

MAGNETIC GLASS

11

GENERAL INTERIOR ELEVATION NOTES

1.  MATERIAL DESIGNATIONS ARE LOCATED IN
THE "FINISH LEGEND" ON A-602.

2.  WALL PROTECTION SYSTEMS ARE DESIGNATED
ON A-602 & SHOWN ON ENLARGED PLANS A-121
THRU A-126.

3.  SIGNAGE IS DESIGNATED ON SIGNAGE PLAN

I-105 & I-106

4.  FINISHES TRANSITIONS NOT SHOWN IN

ELEVATION ARE DESIGNATED ON THE FINISH
PLAN, A-703

5.  ALL TILE IS TO HAVE METAL EDGE TRIM AT
EXPOSED EDGES & CORNERS, RE: 09 06 00

INTERIOR ELEVATION LEGEND

XX0 FINISH TAG

EQUIPMENT TAGX0000

GENERAL DEDUCT NOTES

1. INTERIOR ELEVATION SHEETS SHOW BASE BID
CONDITIONS.  ELEVATIONS ARE NOTED FOR
DEDUCTS.  COORDINATE WITH DESCRIPTIONS

ON G-004 & DEDUCTS NOTED THROUGHOUT
THE DRAWING SET FOR ADDITIONAL DEDUCT
WORK AFFECTING INTERIOR ELEVATIONS.

2. WHERE WALLS ARE AFFECTED BY DEDUCT 5,
HEIGHT, LOCATION, LENGTH, & FINISHES ON

REVISED WALLS ARE AS SHOWN ON THESE
ELEVATIONS UNLESS NOTED OTHERWISE.
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1

REFERENCED FROM /  1/4" = 1'-0"1 A-122 8
EXAM ROOM TYPICAL

REFERENCED FROM /  1/4" = 1'-0"1 A-122 2
M1-325 SHARED DOCUMENTS NORTH

REFERENCED FROM /  1/4" = 1'-0"1 A-122 13
M1-321 WORK ROOM NORTH

REFERENCED FROM /  1/4" = 1'-0"1 A-122 3
M1-320 PROCEDURE ROOM

REFERENCED FROM /  1/4" = 1'-0"1 A-121 1
M1-307 PACT RECPT. WEST

REFERENCED FROM /  1/4" = 1'-0"1 A-123 9
M1-350 VAU WORKROOM

REFERENCED FROM /  1/4" = 1'-0"1 A-124 14
SCREEN WALL @ WAITING

REFERENCED FROM /  1/4" = 1'-0"1 A-122 5
M1-312 SHARED MED APPT  - NORTH

REFERENCED FROM /  1/4" = 1'-0"1 A-123 7
M1-375 WAITING

REFERENCED FROM /  1/4" = 1'-0"1 A-121 16
M1-300 WHEELCHAIR STORAGE

REFERENCED FROM /  1/4" = 1'-0"1 A-124 12
M1-341 COMMAND CENTER

REFERENCED FROM /  1/4" = 1'-0"1 A-122 4
M1-308 PACT RECEPTION FEATURE WALL

REFERENCED FROM /  1/4" = 1'-0"1 A-123 15
DEMOUNTABLE WALL @ REGISTRATION

REFERENCED FROM /  1/4" = 1'-0"1 A-124 11
DEMOUNTABLE WALL, BACK SIDE

REFERENCED FROM /  1/4" = 1'-0"1 A-124 10
DEMOUNTABLE WALL INSIDE

REFERENCED FROM /  1/4" = 1'-0"1 A-124 6
DEMOUNTABLE WALL INSIDE, TYP.

DEDUCT 1H:

REPLACE DEMOUNTABLE PARTITIONS WITH CONVENTIONAL CONSTRUCTION, RE: DETAILS 6, 10, 12, 15

DEDUCT 1E:

OMIT PASS-THRU CABINETS, TYP

DEDUCT 1G:

OMIT INTERACTIVE WHITEBOARD

No. Description Date



SS1

PNT2

5

A-532

EQEQ

3' - 0"

JOINT IN PANELS

TIL2

TIL4

TIL3

A1067

A5082

1.E

13

A-531

7 6 4

TIL3

TIL2

TIL4

5

A5111A5111 A5109A5200

A5110

TYP.

TYP.

TYP.

PNT2 TYP.

1.E.2 1.D.2

2
' -

 0
"

1
' -

 5
"

30" MIN.

2' - 11" 2' - 11" EQEQ

1
' -

 2
"

4 5

WALL MOUNTED
URINAL SCREENS

4
' -

 2
"

1.D

TIL4

10 9

TIL3

PNT2

CEILING HUNG TOILET
PARTITIONS 13

A-531

TIL2

A5200

A5090

A5110

A5111A5111 A5109

TYP.A5110

5

A-532

SS1

TIL4

TIL3

109

PNT2

EQ EQ

3' - 0"

PANEL JOINT

TIL2

A1067A5082

A0000

3
' -

 4
"

3
' -

 8
"

A0000
A5082

1' - 6"

2
' -

 1
0

"

3
' -

 4
"

6

2' - 8"

2' - 0"

3
' -

 6
"

WALL-MOUNTED LIGHT FIXTURE,
RE: ELEC. FOR TYPE

4
' -

 0
"

A1067

A5082
1' - 4" 1' - 4"

2
' -

 9
"

A5075

A5111

Q

A5090

2
' -

 9
"

A5111A5111

3
' -

 0
"

3' - 0"

1' - 0"

A5110

A5109

3' - 0"

3
' -

 4
"

1
' -

 6
"

6"3' - 6"

1
' -

 1
0

"

8"

A5110

A5109A5200

A5090 * IN WOMEN'S
ROOM ONLY

GENERAL INTERIOR ELEVATION NOTES

1.  MATERIAL DESIGNATIONS ARE LOCATED IN
THE "FINISH LEGEND" ON A-602.

2.  WALL PROTECTION SYSTEMS ARE DESIGNATED
ON A-602 & SHOWN ON ENLARGED PLANS A-121
THRU A-126.

3.  SIGNAGE IS DESIGNATED ON SIGNAGE PLAN

I-105 & I-106

4.  FINISHES TRANSITIONS NOT SHOWN IN

ELEVATION ARE DESIGNATED ON THE FINISH
PLAN, A-703

5.  ALL TILE IS TO HAVE METAL EDGE TRIM AT
EXPOSED EDGES & CORNERS, RE: 09 06 00

INTERIOR ELEVATION LEGEND

XX0 FINISH TAG

EQUIPMENT TAGX0000

GENERAL DEDUCT NOTES

1. INTERIOR ELEVATION SHEETS SHOW BASE BID
CONDITIONS.  ELEVATIONS ARE NOTED FOR
DEDUCTS.  COORDINATE WITH DESCRIPTIONS

ON G-004 & DEDUCTS NOTED THROUGHOUT
THE DRAWING SET FOR ADDITIONAL DEDUCT
WORK AFFECTING INTERIOR ELEVATIONS.

2. WHERE WALLS ARE AFFECTED BY DEDUCT 5,
HEIGHT, LOCATION, LENGTH, & FINISHES ON

REVISED WALLS ARE AS SHOWN ON THESE
ELEVATIONS UNLESS NOTED OTHERWISE.

8

A-531

PNT1 WC1

8

A-531

Sim
8

A-531

Sim

954' - 8"

4' - 2"

3/4"

4' - 2"

3
' -

 1
0

"

1' - 10"

1
' -

 7
"

1' - 10"

3/4"

+/- 2' - 11 1/4"

3/4"

+/- 3' - 3 3/8"

TYPICAL PANEL LAYOUT, REPEATED, MIRRORED & ROTATED AS SHOWN

1' - 10" 3/4"1' - 10"

EQ EQ

2
' -

 0
"

+
/-

 5
' -

 1
0

"
2

' -
 1

1
"

EQ
EQ

EQ

APPLY WOOD COVER IN SINGLE PIECE WITHOUT SEAMS WHERE PANEL SIZE PERMITS, TYP.

WHERE SEAMS ARE REQUIRED, ONLY SEAMS PARALLEL TO GRAIN ARE ALLOWED AND
SHALL BE PLACED AT MIDPOINT OF PANEL OR SPACED EQUALLY AS REQUIRED, TYP.
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SOLICITATION FOR CONSTRUCTION PROPOSAL DOCUMENTS

Office of Construction
and Facilities
Management

1

REFERENCED FROM /  1/4" = 1'-0"1 A-123 1
M1-370 MEN'S SINK WALL

REFERENCED FROM /  1/4" = 1'-0"1 A-123 5
M1-370 MEN'S EAST

REFERENCED FROM /  1/4" = 1'-0"1 A-123 9
M1-370 MEN'S WEST

REFERENCED FROM /  1/4" = 1'-0"1 A-123 10
M1-365 WOMEN'S EAST

REFERENCED FROM /  1/4" = 1'-0"1 A-123 2
M1-365 WOMEN'S WEST

REFERENCED FROM /  1/4" = 1'-0"1 A-123 6
SINK WALL SIDE, TYP.

REFERENCED FROM /  1/4" = 1'-0"1 A-122 3
M1-320A BARIATRIC RESTROOM,  BACK WALL, TYP.

REFERENCED FROM /  1/4" = 1'-0"1 A-122 7
M1-320A BARIATRIC RESTROOM SIDE WALL, TYP.

REFERENCED FROM /  1/4" = 1'-0"1 A-123 4
ADA STALL BACK WALL, TYP.

REFERENCED FROM /  1/4" = 1'-0"1 A-123 8
ADA  STALL SIDE WALL, TYP.

REFERENCED FROM /  1/4" = 1'-0"1 A-123 11
M1-359 WAITING AREA WALL PANEL LAYOUT

*INDICATES DIRECTION OF GRAIN FOR WC1

*INDICATES SEAM PLACEMENT

DEDUCT 1D:

PAINT GYP BD IN LIEU OF WOOD WALLCOVERING

DEDUCT 8:

LEAVE EXISTING RESTROOMS & 2 OFFICES IN PLACE;

DETAILS 1, 2, 4, 5, 6, 8, 9, 10/A-213

No. Description Date



01 First Floor
946' - 0"

02 Second Floor
958' - 0"

0 Basement
934' - 0"

03 Third Floor
969' - 6 1/2"

04 Fourth Floor
981' - 1"

1.181.161.11a 1.12a 1.13a1.8a 1.11c

BUILDING 1 BEYOND

ELEVATOR

3RD FLOOR

ENCLOSURE

7

1513 11

16

6

17

18

BUILDING 1 BEYOND

J L RNB G QK M PE S1.10

A-323

2

928' - 0"

Crawl Space
931' - 0"

B.O. Areaway Pit

STORAGE

MB-300A

WOMEN'S MEN'S ELEVATOR CORE 2-STORY LOBBY

17

16

20

12

7

15

19

B.O. Areaway
936' - 6"

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

00 Sub-Basement
922' - 0"

0 Basement
934' - 0"

03 Third Floor
969' - 6 1/2"

04 Fourth Floor
981' - 1"

1.F 1.C.11.J.1 1.H.1 1.E.2 26.H 26.E 26.D.1

BUILDING 26
BUILDING 1 BEYOND STAIRWELL S19 BEYOND

EXISTING

ELEVATOR

TOWER

7

7

5

5

14

14

15

3

9

10

A-325

3

A-323

1

131062 4 168 9

WAITING

M1-376

5

POLICEELEVATOR CORE

DINING

HALL

MB-300

ELEVATOR

E24

ELEVATOR

E23

16

7

1

1
1

COLUMN COVERS OVER 2-HOUR RATED COLUMNS
SUPPORTING ROOFS

NOT USED

ALUMINUM CURTAIN WALL SYSTEM

DECORATIVE CMU VENEER EXTERIOR WALL

PREFINISHED COPING

GLASS & STAINLESS STEEL RAILING

SUSPENDED CEILING

COLUMN COVER OVER 3-HR RATED COLUMNS SUPPORTING

FLOOR

HM DOOR & FRAME FOR ROOF ACCESS

ALUMINUM LADDER W/SAFETY CAGE

ROOF-TOP AIR-HANDLING UNIT

ELEVATOR PIT

EXPANSION JOINT ALONG  NEW/EXISTING INTERFACE

PARAPET BEYOND

ROOF AT 1-STORY PORTION OF OEF/OIF ADDITION, 1-HR RATED

ROOF CONSTRUCTION.

1-HR RATED ROOF CONSTRUCTION

2-HR RATED FLOOR CONSTRUCTION

COLUMNS SUPPORTING FLOORS HAVE 3-HOUR FIRE-
RESISTANCE RATING

EXISTING AREAWAY

LINE OF EXISTING AREAWAY

6

7

8

9

10

15

17

NEW CONSTRUCTION NOTES:

2

3

4

5

11

12

13

14

16

18

19

20

Drawing Title

Approved: Kathleen R. Fogarty, Medical Center Director

Project Title
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Building Number

Project Number

Drawing Number
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VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

4801 LINWOOD BLVD, KANSAS CITY, MO 64128
InSite Group, Inc.

1950 NW Copper Oaks Cr
Blue Springs, MO 64015

816.228.3377

STRUCTURAL

Leigh & O'Kane

9201 Ward Parkway, Suite 301
Kansas City, MO 64114

816.444.3144

CIVIL

SK Design Group, Inc.

4600 College Blvd, Suite 100
Overland Park, KS 66211

913.451.1818

FIRE PROTECTION & LIFE SAFETY

FSC, Inc.

9225 Indian Creek Pkwy, Ste 300
Overland Park, KS 66210

913.722.3473

ASBESTOS ABATEMENT

Terracon

13910 W 96th Terrace
Lenexa, KS 66215

913.492.7777

COMMISSIONING

Pro Balance, Inc.

5411 West 40 Highway
Blue Springs, MO 64015

816.228.7800

Wellner Architects, Inc.

802 Broadway Blvd, 4th Floor
Kansas City, MO 64105

816.221.0017

MECHANICAL, ELECTRICAL,

PLUMBING, TELECOM, SECURITY
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BUILDING SECTIONS CONSTRUCT OEF/OIF AND
SPECIALTY CARE ADDITION

MJS LMD/AMM15 April 2016
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SOLICITATION FOR CONSTRUCTION PROPOSAL DOCUMENTS

Office of Construction
and Facilities
Management

1

REFERENCED FROM /  1/8" = 1'-0"2 A-102 1
BUILDING SECTION E/W

REFERENCED FROM /  1/8" = 1'-0"1 A-102 2
BUILDING SECTION N/S

No. Description Date
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